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49 SAFETY AND PROFESSIONAL SERICES SPS 366.0101

Chapter SPS 366
EXISTING BUILDINGS

Subchapter| — Purpose, Scope and Application SPS 366.0704 Automatic sprinkler systems.
SPS 366.0001 Purpose and scope. SPS 366.0709 Altered existing mechanical systems.
SPS 366.0100 Changes, additions or omissions to IEBC. SPS 366.0710 Minimum plumbing fixtures.
SPS 366.0101 Administration. SPS 366.07L  Minimum enegy conservation requirements.
SPS 366.0202 General definitions. SPS 366.0802 Emegency Controls.
SPS 366.0300 Prescriptive compliance method. SPS 366.0808 Minimum enegy conservation requirements.
SPS 366.0500 Carbonmonoxide alarms for CBR§'accommodating fewéhan  SPS 366.0809 Plumbing.
20residents. SPS 366.0901 Change of occupancy
SPS 366.0503 Smoke alarms. SPS 366.0911  Other requirements.
SPS 366.0506 Structural evaluation. SPS 366.0912 Plumbing.
SPS 366.0509 Plumbing. SPS 366.1002 Fire Protection Systems.
SPS 366.0602 Building elements and materials. SPS 366.101  Historic buildings.
SPS 366.0604 Stairway width. SPS 366.105  Exhibit buildings.
SPS 366.0605 Lifts. SPS 366.1301 Applicability.
SPS 366.0607 Enegy conservation requirements. SPS 366.1400 Construction safeguards.

Note: Chapter Comm 66 was renumbered chapter SPS 366 under s. 13.92 (4) (bI]_) APPLICATION. The provisions of the IEBC shall app|y to
1., Stats. Register December 20No. 672 the repair alteration, changef occupancyaddition, and reloca
tion of existing buildings. Repairs, alterations, change of-occu
pancy,existing buildings to which additions are made, historic
buildings,and relocated buildings complying with the provisions

purposeof ch.SPS 366s to establisminimum requirements to of the lBl.C' IMC'.”;CH and IR@s appfllcha_lble sdhall be considered
safeguardpublic health, safety and welfare insofar as existinlj1 compliance with the provisions of this code.
public buildingsand place of employment arefaéted by the ~ (2) CHANGE OF OCCUPANCYTO A PUBLIC BUILDING OCCUPANCY.
repair,alteration, change of occupaneyldition or relocation. (&) Except as provided in p&b), where a building or portion of
(2) Scope. Thescope of chSPS 366s as specified in SPS abuilding that has not been previously occupied or used as-a pub
361.02 lic building or place of employment is to be changed to an-occu
(3) INTENT. The intent of this chapter is to provide flexibility pancyor use that constitutes a public building or place of employ

to permit the use ddlternative approaches to achieve compIian%%n;g?ﬁgx'gﬂgtzg% rrglon of a building shall comply witte
with minimum requirementso safeguard the public health, )

Subchapter| — Purpose, Scope and Application

SPS 366.0001 Purpose and scope. (1) Purpose. The

safety,and welfare insofar as they aréeafed by the repaialter (b) 1. Under par(a) the IBC rules for new construction do
ation, change of occupancgddition, and relocation of existing apply to the properties of existing building materials.
buildings. 2. An alterationor a change of occupancy in a qualified his

) HlistOEy: C(Fji Oﬁ—émgré Fé%gizs‘teer%brSt;a{y 2008 I;IO- gza_ 3—bl—02% ﬁorr%%tgnn toric building which has not been previously occupied or used as
in (1), (2) made under £3.92 (4) (b) 7.Stats. Register December 20No. a public building orplace of employment may utilize the provi

SPS 366.0100 Changes, additions or omissions to sionsof the IEBC as modified by this subchapter

IEBC. Changes, additions or omissions to the IEBC are specified(3) TEMPORARYUSE. A municipal fire or building code fi¢ial
in this subchapter and are rules of the department and are may allow an existing building or portion of an existing building
requirement®f the IEBC. to be used temporarily ia manner that diérs from the approved

Note: The requirements of €01.132 Stats., may be more restrictive than theusefor the building or space subject to all of the following provi
administrativerules when a project involves the remodeling of housing. The tergjons:
“remodeled”has the meaning given in101.132 (1) (h)Stats., and the term “hous . . . Lo .
ing” has the meaning given in£06.50 (1m) (L) Stats. Sectiofi01.132 (2) (b) (a) The oficial shall determine the timgame within which
Stats. regarding remodeling percentages, reads: the temporary use is permitted, based on the extent hazards are

1. If more than 50 percent of the interior square footage of any housing with 3 ic ti
moredwelling units is to be remodeled, thetire housing shall conform to the stan (ﬂreate(by the temporary usghis time frame may not exceed 180

dardsin par (a), regardless of when the housing was first intended for occupanc§lays, exceptthe oficial may grant extensions for demonstrated
2. If 25 percent t&0 percent of the interior square footage of any housing witGause.

threeor more dwelling units is tbe remodeled, that part of the housing that is to be : . T .

remodeled shall conform to the standards in (@yregardless of when the housing (b) Except as prowded n péc), buﬂdmgs or spaces consid .

wasfirst intended for occupancy eredfor temporary use shall conform to the requirements of this
3. If lessthan 25 percent of the interior square footage of any housing with threedeas necessary to ensure the public safetglth and general

or more dwelling units iso be remodeled, the remodeling is not subject to the stayg [fare

dardsin par (a) unless the alteration involves work on doors, entrances, exits or to £ :

rooms,in which case the doors, entrances, exits or toilet rooms shall conform to the (c) The oficial may require additionadafety requirements for

standardsn par (a) regardless of when the housing was first intended for occupan i
Note: Section101.126 Stats., requirethe owner of a building to provide a sepa %?’temporary use as a tradef-fufr any safetyprowsmns that may

rateroom or designated space within or adjacent to the building for the separatiog, lacking.

temporarystorage and collection of recyclable materials #énatlikely to be gener i ;
atedby the building occupants, if thereds increase in the size of the building by (d) The oficial may .termlne.lte. the a_pproval for a temporary use
50% or moreor an alteration of 50% or more of the existing area of a building tha any time and order immediatiscontinuancef the use or com

is 10,000 square feet or more in area. See AppeBdor guidelines for recom pleteevacuation of the building or space.
mendeddesignated areas. . .
History: CR 06-120cr. Register February 2008 No. G2#f. 3-1-08. (4) CompLIANCE METHOD. (&) The repajralteration, change
of occupancyaddition, or relocation of all existing buildinglsall
SPS 366.0101 Administration. Exceptfor IEBC section complywith one of the methods listed in p@m) or(c) as selected
102.4,substitute the following wording for the requirements iby the applicant. Application of a method shall be the sole basis
IEBC chapter 1: for assessing theompliance of work by the codefiofal. Para
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SPS 366.0101 WISCONSINADMINISTRATIVE CODE 50

graphs(b) and(c) shall not be applied in combination with each (a) UL 2034.
other. (b) UL 2075.
(b) Repairs, alterations, additions, changes in occupandy  (3) (a) A carbon monoxide alarm shall estalled in accord
relocatedbuildings complying witithe applicable requirements ancewith the instructions of its manufacturer
of IEBC chapters 4 through 12 shall be considerampliance () A carbon monoxide alarm shall be provided on each floor
with the provisions of this code. level of an existing building accommodating a community-based
(c) Repairs, alterations, additions, changes in occupandy residentiaffacility described under sufl) (a) if the building con
relocatedbuildings complying with IEBC chapter 13 shalldmet  tainsfuel-burning appliances.
sideredin compliance with the I%VOV'S'ONS of thls@,fc%de'og (c) A carbon monoxide alarm shall be providedeach floor
10-103 fanum, (2) 0 be (2) (2 and ama @ (8 Register August 20iNo. e6s  |CVEl Where sleeping units are located in an existing building
off. 9-1-11. accommodating a community—based residential facility
describedunder sub(1) (a) if the building has an attached garage
SPS 366.0202 General definitions. (1) Apbitions. andno fuel-burning appliances.
This is a department definitiofor this chapter in addition to the History: CR 10-103cr. Register August 2a1No. 668 ef. 9-1-11.

definitionsin IEBC section 202: “Exhibit building” means a qual
by P s : f SPS 366.0503 Smoke alarms. These are department
ified historic building that is open titne general public only for rulesin addition to the requirements in IEBC section 503:

displayor tours. ; . .
pay (1) No smoke alarm, including an alarm that exists on Septem

(2) SussTiTuTIONS. (a) Substitute the following definition for T : i
the corresponding definition in IEBC section 202: “Historic?heg#;:u]}éggﬁé:emam in service for more than that specified by

gulllgllr.\glyz?ée;rzz)astggéhﬁed historic building” as defined under (2) Thereplacement of a smoke alarm that uses a battery as its

Note: Section101.121 (2) (cpf the Statutes reads as follows: “Qualified historicPfMmary power source shall be a new smoke alarm that complles

building” means a historic buiiding which: with UL 217 and either of the following:

1. Is listed on, or has been nominated by the state historical sociésyifioy (a) The alarm is hardwired in accordance with IBC section
on, the national register of historic places ifs@énsin or the stategister of historic . . .
places; 907.2.11.4and has backup power in accordance with that section.

2. Isincluded in a district which is listed on, or has been nominated by the state (b) The alarm uses, as its primary power souraggre-re
historicalsociety for listing on, theational register of historic places indgbnsin _ ! . ;
or the state register of historic places, and has been determined by the state histd? éﬁ’eablenon removable battery thistcapable of powering the
societyto contribute to the historic significance of the district; alarmfor at least 10 years.
2m. Is determined by the statestorical society to be eligible for listing on the  History: CR 10-103cr. Register August 2A1No. 668 eff. 9-1-11.
national register of historic places irid&bnsinor the state register of historic places;
3. Is listed on a certified local register of historic property; or SPS 366.0506 Structural evaluation. The require
4. Isincluded in a district which is listed on a certified local register of histori : : :
property,and has been determined by the, aitljage, town or county to contribute Fnenysm IEBC sections 506.2 to 506.2.5 are not included as part
to the historic significance of the district. of this code.
(b) Substitute the following definition for the corresponding History: CR 06-120cr. Register February 2008 No. 62#. 3-1-08.
defniion ) |EBC secton 202 Unsae mean bulngs SIUC s aos 000 Plumbing, The requremens i 1E6C se
. quip N itaoyt ! tion 509 are not included as part of this code.
inadequatameans of egress facilities, inadequate light and VeNn o seethe Wi o Uniform Plumbing Code. ch&PS 38210 387, 1
tilation, or that constitute a fire hazard, or in which the structure ote: Seethe Visconsintniorm Plumbing Code, ¢ 0 387, for
individual | b he definiti fod Pumbmgand water conservation provisions.
or individual structural members meet the definition of "danger pistory: CR 06-120cr. Register February 2008 No. 626, 3-1-08.
ous,” or that are otherwise dangerous to human life or the public o )
welfare, or that involve illegal or improper occupancy or inrade SPS 366.0602 Building elements and materials.
guatemaintenance shall be deemed unsafe. (1) MATERIALS AND METHODS. Substitute the following wording
I(-Ii)storyc:j CR ge—lzocr. Register February 2008 No. 624. 3-1-08; correction  for the requirements in IEBC section 602.4: All new work shall
in (2) made under 4.3.92 (4)(b) 7, Stats.Register February 2008 No. 626R i i i i
10~103 am. (2), or(2) (b)Register August 20INo. 668 ef 9-1-11. comply with materials and metho_ds requirements in the IBC,
IECC, IFGC, IMC, and IPCas applicable, that specify material

SPS 366.0300 Prescriptive compliance method.  The standards,detail of installation and connection, joingsene
requirementsn IEBC Chapte8 are not included as part of thistrations,and continuity of any element, component, or system in

code, except for the requirements in IEB&ection 310 when thebuilding. ) _

appliedby IEBC Section 1301.2.5. (2) INTERNATIONAL FUELGASCODE. The requirements in IEBC
History: CR 06-120 cr. Register February 2008 No. 626f. 3-1-08;CR ~ S€cCtion602.4.1 are not included as part of this code.

10-103 am.Register August 2A1No. 668 eff. 9-1-11. History: CR 06-120 cr. Register February 2008 No. §2éf. 3-1-08;CR

10-103 am.Register August 2A1No. 668 eff. 9-1-11.

SPS 366.0604 Stairway width. This is a department rule

accommodating fewer than 20 residents. These are . > : h : h
; o : : in addition to the requirements in IEBC section 604: Where instal
departmentules in addition to the requirements in IEBRapter ling an inclined platform lift or stairway chairlift, the clear—pas

5and are established under the authority 4D4.127 Stats.. Bagewidth shall be provided with the lift in the unfolded, usable

SPS 366.0500 Carbon monoxide alarms for CBRF' s

(1) (&) Existing buildings converted to be community—basegition — except where an existing, previously apprdifeds
residentiaffacilities accommodating fewer than 20 residents sh ingreplaced, the clear-passageth may remain as it was with

be provided with carbon monoxide alarms by July 1, 2013, whefle original lift in place, but it may not be reduced by the replace
eitherone of the following conditions exists: ment.

1. The building contains fuel-burning appliances. History: CR 14-020 cr. Register August 2014 No. 7Q4ff. 9-1-14.

2. The building has an attached garage. SPS 366.0605 Lifts. (1) Substitute the following word

_(b) This section applies to community-based residentialfacilj,; tor the requirements in ICC/ANSI AT.1 section 410.2.4s
tiesdescribed under pdgr) in existence prior to January 1, 2005referenced)y IEBC section 605.1°

Note: Pursuant to s101.01 (12) Stats., an existing building converted to be
community-basedesidential facility accommodating fewian 20 residents is not (&) Doors and gates shall be low enepower operated doors

definedto be a “public building.” See alsoSPS 361.02 (5) or gatescomplying with ICC/ANSI A17.1 section 404.3, except
(2) Carbonmonoxide alarms shall be listed and labeled to k@sprovided in par(b). Doors shall remain opdor 20 seconds
in conformance with one of the following standards: minimum. On lifts with one door or with doors on oppostels,

Published under s. 35.93, Stats. Updated on the first day of each month. Entire code is always current. The Register date on each
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51 SAFETY AND PROFESSIONAL SERICES SPS 366.0809

theend door clear opening width shall be 32 inches minimum. On(f) Replacement oéxisting doors that separate conditioned
lifts with one door on a narrow end and one door on a long sidpacefrom the exterior shall not require the installation of a vesti
the end door clear opening width shall be 36 inches minimurnule or revolving doarprovided, howevethat an existing vesti
Side door clearopening width shall be 42 inches minimumbulethat separates a conditioned space from the exterior shall not
Wherea door is provided on a lorgide and on a narrow end ofbe removed.
alift, the side door shall be located with either the strike side  (g) Alterations that replace less tha@® percent of the lumin
the hinge side in the corner furthest from the door on the narr@iitesin a space, provided that sualterations do not increase the
end. installedinterior lighting power

(b) 1. A door or gate providing access to a narrow end of-a plat (h) Alterations that replace only the bulb and ballast within the
form that serves only one landing shallgErmitted to be of the existing luminaires in a space provided thataheration does not
manual-openingself-closing type, where clearance at the dodncreasehe installed interior lighting power

or gate complies with the requirements in ICC/ANSIAL see  (3) ReroorING. This isa department rule in addition to the
tions404.2.3.1, 404.2.3.4, and 404.2.5, and the floor surfa# is requirementsn IEBC section 607: Roofsithout insulation in
steepetthan 1:48. the cavity and where the sheathing or insulation is exposed during

2. Lifts serving 2 landings maximum and having doors aeroofingshall be insulated either above or below the sheathing.
gateson adjacent sides shall be permitted to have self-closingjistory: CR 06-120 cr. Register February 2008 No. 626f. 3-1-08;CR
manualdoors or gates provided that the side door or gate is locat8al93 ¢+ (2) (€) to (). (3Register August 2d1No. 668 ef. 9-1-1.
with the strike side furthest from the end door and clearance at thespg 366.0704 Automatic sprinkler systems. This is
dooror gate complies with the requirements in ICC/ANSLAL , gepartment exception to the requirement in IEBC section 704.2:
sections404.2.3.1, 404.2.3.4, and 404.2.5, and the floor surfagge installation or extension of an automatic sprinkler system
is not steeper than 1:48. may exclude the protection of combustible concealed spaces that

(2) Substitutethe following wording for the requirements inarenot accessible in existing buildings.
ICC/ANSI A117.1 section 410.5 as referenced by IEBC sectionHistory: CR 10-103renum. from Comm 66.0701 and @Register Augus201l
605.1:Clear floor space of platform lifghall comply with one of No-. 668 ef. 9-1-1L.

thefollowing: ) . ) ) . SPS 366.0709 Altered existing mechanical  sys-

(a) Platforms lifts with a single door or with doors on oppositgms, The exception to the requirements in IEBC section 709.1
endsshall provide a clear floor width of 36 inches minimum angndthe requirements in IEBC section 709.2 acé included as
aclear floor depth of 54 inches minimum. partof this code.

(b) Platform lifts with doors on adjacent sides shall provide aHistory: CR 06-120cr. Register February 2008 No. §2€f. 3-1-08.

clearfloor width of 36 inches minimum and clear floor depth of . . ) .
60 minimum. P SPS 366.0710 Minimum plumbing fixtures. Substi

tute the following wording for the requirements in IEB€ction
. . >710.1: Where the occupant load oftory is increased by more
in ICC/ANSI A117.1 section 410 as referenced by IEBC sectigian20 percent, plumbing fixtures for the story shall be provided

605.1: ) ) ) in quantities specified in the IBC based on the increased occupant
(a) Controls at platform lift landings shall comply with thgggag.

requirementsn ICC/ANSI A117.1 sectiong07.2.1 and 407.2.1.1 History: CR 06-120cr. Register February 2008 No. 26f. 3-1-08.
to 407.2.1.4.

; ; ; ; . SPS 366.0711 Minimum energy  conservation
|Cé?,)o\£é?cxﬂ%§|lggggggg Zggl.lzt.:glnlw.ply with the requirements Irréquirements. Substitute the following wording for the

(c) Controls on the platform shall comply with the requirerequirement:r},n IEBC section 71: Level 2 alterations to existing

. ; buildingsor structures shall comply with SPS 366.06Q7

mentsin ICC/ANSI A117.1 sections 407.4.6&hd 407.4.7.1.1 to History: CR 06-120cr. Register February 2008 No. 2. 3—1-08; correction

407.4.7.1.3. madeunder s13.92 (4) (b) 7. Stats. Register February 2008 No. §2brrection
History: CR 14-020 cr. Register August 2014 No. 7Q4ff. 9-1-14. madeunder s13.92 (4) (b) 7.Stats. Register December 20No. 672

(3) Theseare department rulés addition to the requirements

SPS 366.0802 Emergency Controls. The requirements

SPS 366.0607 Energy conservation requirements. in IEBC section 802.2.1 are not included as part of this code.
Substitutethe following wordingfor the requirements in IEBC * \jigiory: cR 06-120cr. Register February 2008 No. 628, 3-1-08.

section607.1:

(1) ADDITIONS, ALTERATIONS, RENOVATIONS OR REPAIRS. SPS 366.0808 Minimum energy  conservation
Exceptas specified in sulf2), additions, alterations, renovationstéquirements.  Substitutethe following wording for the
or repairs to an existinguilding, building system or portion _requm_am_entsn IEBC section 808.1Level 3_a|terat|ons to exist
thereofshall conform to the provisions of IECCtagy relate to ing buildings or structures shall comply withSPS 366.0607

i i iri i History: CR 06-120cr. Register February 2008 No. 62. 3-1-08; correction
new construction without requiring the unaltered portions of thr(]gTa doundler 13,02 (4) (b) 7 Stats. Register February 2008 No. Gfbrrection

existing building or building system to comply with the IECC.madeunder s13.92 (4) (b) 7.Stats. Register December 20No. 672
Additions, alterations, renovations, or repairs shall not craate _ _
unsafeor hazardous condition or overloaxiisting building sys SPS 366.0809 Plumbing. These arglepartment rules in

tems. additionto the requirements in IEBC chapter 8:
(2) ExcepTions. All of the following need not comply pro (1) Pursuanto s.101.128 Stats., level 3 alterations withem
videdthe enegy use of the building is not increased: existing facility where the public congregates shall necessitate

thatplumbing fixtures serving the work arkea provided in a ratio

(a) Storm windows installed over existing fenestration.
b) GI | | - . h and of at least 2 water closets for females as to each water closet and
(b) Glass only replacements in an existing sash and frame,inal for the males.

(c) Existing ceiling, wall or floor cavities exposed during-con (2 (a) Under this section “facility where the public congre
structionprovided that these cavities are filled with insulation. gates”has the meaning has given il61.128 (1) (b)Stats.
(d) Construction where the existing roof, wall or floor cavity Note: Section101.128 (1) (b)Stats., reads: “Facility where the public congre
is not exposed_ gates” means any of the following that has a general capacity or a seating capacity
. . . of 500 or more persons:
(e) Reroofing for roofs where neither the sheathing nor the; an amusement facility

insulationis exposed. 2. A convention or trade hall or center
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SPS 366.0809 WISCONSINADMINISTRATIVE CODE 52

3. A specialty event center - SPS 366.1101 Historic buildings. (1) Score. Thisis a
4. A sports or entertainment arena, center or building. departmentule in addition to the requirementslEBC section
5. A stadium. _ o _ 1101.1: Any historicbuilding is exempt from the ergr require

6. An airport, bus terminal, train station or other transportation center mentsof thlS COde.

(b) Under this section “alterationkas the meaning has given ; ; ;
in's.101.128 (1) (d)Stats., for “renovation” _ (2) RePoORT. The requirements in IEBC sectiohdlL.2 are not

° . - includedas part of this code.
Note: Section101.128 (1) (d)Stats., reads: “Renovation” means any structural History: CR 06-120 cr. Register February 2008 No. §26f. 3-1-08:CR

remodelingimprovement or alteration of an existing facility where the publie con, _ - o
gregates. “Renovation” does not include any of the following: tleOr A1L?g3ursetn2u(;nl. ’(\:‘I.c)).t%é)g é%)g(ﬂt_ojfe Comm 885 and am. (2) (tite), oft)Regis

1. Reroofing.

2. Cosmetic remodeling, including painting or thstallation of wall covering, of SPS 366.1105 Exhibit bu”ding& These are department
paneling of floor covering or of suspended ceilings. rulesin addition to the requirements in IEBC sectid®3: His

3. An alteration to an electrical or mechanical system. ic buildi b d hibit buildi hall | ith

History: CR 06-120cr. Register February 2008 No. 62£F. 3-1-08. toric buildings to be used as exhibit buildings shall comply wit

all of the following requirements:

SPS 366.0901 Change of occupancy . (1) CHANGE IN (1) The building shall be open to the publbnly under the
OCCUPANCY WITH NO OCCUPANCY CLASSIFICATION. Substitute the supervisionof a tour guide.
following wording for therequirements in IEBC section 901.2: (2) The building may not be lived in, slept in or workead
A change in occupancgis defined in IEBC section 202, with noexceptfor the purpose of demonstrating to fheblic how people
changeof occupancy classification may not be made to any-strdived in a particular era.
ture that will subject the structure to aspecialprovisions of this (3) Smoking is prohibited in the building.
code, including the provisions of IEBC sections 902 through 91 (4) Openflame equipment may not be used in the building,
without the approval of the codefial. exceptfor fire places andther mechanical equipment original to
(2) CHANGE OF OCCUPANCY CLASSIFICATION. This is a depait the building.
ment rule in addition to the requirements in IEBC sec#ion.3: (5) Fire extinguishers shall be installed in exhibit buildings

Buildings undegoing a change in occupancy thaduld resultin - 5nqmay be located in a nonconspicuous location but accessible
anincrease in demand for either fossil fuel or electrical@nerq ihe occupants.

shall comply with [ECC. (6) (a) Atleast one smoke detector shall be provided for each

(3) CERTIFICATION OF OCCUPANCY REQUIRED. The require 1 200 square feet of floor area with a minimum of one smoke
mentsin IEBC section 901.4 are not included as part ofdbde. detectorper floor level.

(4) STANDPIPE SYSTEMS. This is a department rule in addition (b) 1. Except as specified in sulftl, where electricity is pro
to the requirements in IEBC section 912.2: Standpipe syste{iged in the exhibit building, the smoke detectors shall be con
shallbe providedn existing buildings and structures or portiongectedto the electrical power
of existing buildingsand structures in accordance with chapter 9 5 \yhere no electrical power fovided to an exhibit build

of the IBC when existing buildings or structures thatgresater ;
than60 feet in height are changed to include a Group R-1 or Rl—n?’ the smoke detectors shall be of a battery type.
3. Smoke detectors shall be tested weekly

occupancy. S . :
History: CR 06-120 cr. Register February 2008 No. 626f. 3-1-08;CR (7) Exhibit buildings provided with only one meansegfress
10-103 am. (1)Register August 2a1No. 668 ef.. 9-1-11. shall be restricted to a total capacity of 12 people, and not more

than6 people may be located above or below the first floor at any
SPS 366.0911 Other requirements. (1) ELEVATOR  onetime.
RECALL. This is a department rule in addition to the requirements (8) Stairwayswithout 6-foot, 4-inch vertical headroom clear
in IEBC section 91: At least one existing elevator shall be-proanceshall have signs posted warning occupants of the headroom
vided with emegency recall operation and emgency in—car clearanceavailable.
operationcomplying with chSPS 318&hen an existing building (g) Exit signs shall be provided in accordance with the pre
or thjucture that is greater than 60 feet in heighthanged to 5jjing code in exhibit buildings occupied priorite-hour before
includea Group R-1 or R-2 occupancy ~ sunrise and,—hour after sunseind in all areas not provided with
(2) CarBON MONOXIDE ALARMS. This is a department rule in naturallighting.
additionto the requirements in IEBC secti®fil: A building or History: CR 10-103renum. from Comm 661D1 (2)Register August 2a1No.
aportion of a building changed to be or include a residential-builgﬁa eﬁ'z%_ﬁ_N]l; %%réectlon in (b) 1. made under18.92(4) (b) 7, Stats.Register
ing as defined under 401.149 (1) (h)Stats., shall be provided Y9!St o
with carbon monoxide alarms or detectors in accordance with s.gpg 366.1301 Applicability. (1) Substitute the follow
Sziss\’f)?'z.élggg—lmcr Register February 2008 No. 624. 3—-1-08;EmR0826 ing qurding for the reqUirements IEBC section 1301.2: The
emerg.reyrium. to be (l),.c(lg(title) and (2r)¥ df 10—1—'08;05? 08-085renum. to pr(_JVI_SIOI’]SOf sectl_ons 1301-_2-1 thrOUgh 1301.2.5 shall apply to
be (1), cr (1) (title) and (2Register May 2009 No. 64&f. 6-1-09; correction in ~ €Xistingoccupancies that will continue to be, or are proposed to
(1), (2) made under 4.3.92 (4) (b) 7.Stats.Register December 20NNo. 672 be,in Groups A, B, E,AV, Rand S. These provisions shall not
] ] ) apply to buildings with occupancies in Group H or Group I.
SPS 366.0912 Plumbing. Substitute the followingvord- (2) AccessiBILITY REQUIREMENTS. Substitute the following

ing for the requirements #BC section 910: Where the occupantyording for the requirements in IEBC section 1301.2.5: Al-por

altered shall conform to the accessibility provisions of IEBC sec

IBC based on the increased occupant load. tion 310
History: CR 06-120 cr. Register February 2008 No. §2éf. 3-1-08;CR . . . .
10-103 renum. from Comm 66.091Register August 2a1No. 668 eff. 9-1-11. (3) The requirements in IEBC section 1301.3.2 are not

includedas part of this code.
i i is i History: CR 06-120 cr. Register February 2008 No. 62éf. 3-1-08;CR
deparimenccepton to he requiremente in IEBC soclion 1002 47105 am- () fenum. (21 b 5. ) et Aagst 20iNo. 563 of
An automatic sprinkler system is not required for additions to
individual dwelling units within existing townhous#zat are not SPS 366.1400 Construction safeguards.  Therequire
alreadyprotected with an automatic sprinkler system. mentsin IEBC chapter 14 are not included as part of this code.
History: CR 10-103cr. Register August 2a1No. 668 eff. 9-1-11. History: CR 10-103cr. Register August 2A1No. 668 eff. 9-1-11.
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